Rocket Oil Company
P.0. Box 650
Powell, TN 37849-0650
865/938-2042  Fax: 865/938-2444 ZU” FEB IS PY 2 55

February 1, 2011

.~ Tennessee Division of Air Pollution Control
9 Floor, L&C Tower
401 Church St.
Nashville, TN 37243-1531

EPA Region IV-Atlanta Federal Ctr
Director, Toxics Mgt. Division

61 Forsythe St.
Atlanta GA 30303-3104

Re: Weigel’s #36, 2385 Oak Ridge Turnpike, Oak Ridge, TN (Anderson County)
( ) §63.5 Preconstruction Review — Application attached

( )  §63.7 Performance Testing — 60 day advance notification of test date

()  §63.7 Test Results (attached)

( ) Notification of startup within 15 days. Startup date:
(XX )Operating Permit Request (APC-20)

(XX )Other: Pressure Decay and Pressure Vacuum Tests, per CARB guidelines TP-201.1, TP-
201.1E, and TP-201.3

Annette Sellers
Petroleum Manager
Rocket Oil Company

Enclosures: @ No

APe-A0
Tesr Kesults



|Test Date |01/13/2011

1
fn e J f Tanknology

11000 N. MoPac #500 Austin, TX 78759 (800) 8004633

Pressure Vacuum Vent Cap
TP-201.1E Field Form

8/19/2008

i . Total positive LR 0.07600
Site TGSt Resu't' Eass_ Totai negative LR 0.07600

WEIGEL'S #36

QP-08-03-FF-02

ity, St, ZIp OAK RIDGE, TN, 37830

PVVC tested => Klvi [Jv2 [va L]v4 [] manifolded ||Pvve tosted => CIvi [X]va [Iv3 [va [ manifolded
Final Test Result (PassiFail}=> Pass Final Test Result (Pass/Fail)=> Pass
PVVC Manf. =>  Husky | Model Number => 5885 PVVC Manf. =>  Husky [Model Number = 5885
Measured Measured
ts Calc CFH Results
| Leak Rate | Galc CFH | Resul i Leak Rate
Existing Ma(;\;l.sl pec In mifMin; | (mlimin x {Pass/ Existing Mag;:pec InmiMin; | (mlimin x (Pass/
[ Replaced (CFH) Cracking | .00212 Fail) [ Replaced (CFH) Cracking .00212 Fall)
in H20 in H20
Pos Leak Rate (CFH) 0.05 10.00 0.02100 Pags Pos Leak Rate (CFH) f 0.08 12.00 0.02500 Pass
Low [High| Measureg Low easur
Pos Cracking(in H20) 250] .00 Pos Cracking(in H20}| 2.50] .00 3.04 Pass
Neg Leak Rate (CFH) | ozt 0.01700 Neg Leak Rate (GFH) [ o021 18.00 0.03800 Pass
| Low | High| Measurad | | Low [High| Measured
JNig Cracking (in HZO)I -10.0 { -6.00

Neg Cracking (in H20)| 10,0 | .00

-8.684 Pags

[PVVC tested => | [Jvi [Jv2 [X]va [ IV4 [7] manifolded PVVC tested => [ v [lve [va [ ]v4 [] manifoldeq
Final Test Result (Pass/Fail)=> Pass Flnal Test Resuit (Pass/Fail)=>
PVVC Manf, =>  Husky Model Number => 5885 PVVC Manf, => Model Number =>
Measured Cal . Results Measured R .
N ale CF esu i esults
Existing Wanf Spec ;e:m}:I;?;? (miminx | (Passs || Existing ﬁ"ﬁﬁlm (cr:l'/?n?: : (Pass/
[T Replaced (C5H) Cracking | .00212 Fail)  |[] Replaced Cracking
in H20
Pos Leak Rate (CFH) 0.05 1300 0.03000 Pass Pos Leak Rate (CFH) |
Low [ HI easure | Cow | High
Pos Cracking(in H20)| 250 6.00 3.28 Pass Pos Cracking(in H20)|
Neg Leak Rate (CFH) | o2 | 1000 0.02100 Pass Neg Leak Rate (CFH) ]
Low | High| Measured Low | High
h\!sg Cracking (Iin H20)| 100 8,00 078 Pass Neg Cracking {In H20)

PVVC tested => [ [Jvi [vz [ V3 [IV4 [] manifolded PWVC tested => LIv1 [Jv2 [Jva [Iv4 [] manifoldeq
Final Test Resuit (Pass/Fail)=>

PVVC Manf. =>

Flnal Test Result (Pass/Fail)=>
PVVC Mant, => Model Number w>

Model Number =>
Measured

Measured
Results Calc CF Results
D Exlsting il::: ls'?:: ((::,l;':n?: ': (Pass/ D Exlsting Manf Spec i':ranklll\Rn?rtz (n?ll(:n(l:n: (Pass/
D Replaced Cracking 00212 Fail) D Replaced (CFH) Cracking .00212 Fail)
In H20 in H20
Pos Leak Rate (CFH)|

| Pos Leak Rate (CFH)

|

Low [ High Measure

Low [ Hlgh Measure
Pas Cracking(in H20)

Pos Cracking(in H20)
Neg Leak Rate (CFH) |

Neg Leak Rate (CFH)

Low | High Measured

Low | High

Neg Cracking (In H20)

Neg Cracking (In H20)
Comments




. g Tanknology

2 inch
Pressure Decay Test
TP201.3
Site Name: WEIGEL'S #36 Name;
Address: 2385 OAK RIDGE TURNPIKE Address:
OAKRIDGE, TN 37830
Phone: (865) 482-9178 Phone:

This test of the Stage I Vapor Balance S
40CFR 63 Subpart CCCCCC -- National Emission Stand

Testing Company

Tanknology Inc.

75 Maddox Road, NE Suite 100

Buford, GA 30518

(770) 271-2557

ystem was conducted in order to comply with
ards For Hazardous Air Pollutants: Gasoline Dispensing Facilities.

Stage | System? dual

Stage |l System? hone

Total # of Nozzles: 6

Products per Nozzle: 3

Tanks Manlfolded? No

Drop-out Tank Present? No

Total # of Tanks Testad: 3

Product Grade: PLUS UNLEADED PREMIUM
Tank Capaclty, gallons: 10153 10153 10153 30459
Gasoline, gallons: 4032 4323 2956 11311
Ullage, gallons: 6121 5830 7197 19148
Start Time: 13:00 13:10 13:18
Initial Pressure, wog: 2.00 2.00 2.00
Pressure @ 1 minute: 2,00 1.99 1.99
Pressure @ 2 minutes: 2.00 1.97 1.97
Pressure @ 3 minutes: 2.00 1.97 1.85
Pressure @ 4 minutes: 2.00 1.96 1.94
Pressure @ 5 minutes: 2.00 1.95 1.92
Allowable Finat Pressure: 1.79 1.84 1.87
Pass/Fall (Enter "GF" for Gross fallure) Pass Pass Pass
Comments:
Tester: BRIAN SCHULTZ Test Date;  01/13/2011
K.
Signature: W Work Order: 9160269




. 5

8501 N MOPAC EXPRESSWAY, SUITE 400
AUSTIN, TEXAS 78759
(512) 451-6334
FAX (512) 459-1450
TEST DATE:01/13/11

WORK ORDER NUMBER916026 9
CLIENT:FIRST CHOICE SERVICES

SITE:WEIGEL'S #36
COMMENTS

Stage I PD, PV vent cap and Stage I Survay testing passed.

P

EDESGRI]

—

HELIUM PINPOINT TEST RESULTS

T T

Printed 01/20/2011 17:39 ACRAMER



SITE DIAGRAM
f‘ » Tanknology

8501 N MOPAC EXPRESSWAY, SUITE 400
AUSTIN, TEXAS 78759
(512) 451-6334
FAX (512) 469-1459

TEST DATE: 01/13/11

WORK ORDER NUMBER9160269
CLIENT:FIRST CHOICE SERVICES

SITE: WEIGEL'S #36

Weigels #36
2385 Oak Ridge Turnpike
Oak Ridge, TN. 37830

—_—

(_-\;\—7; Q‘T—; &—a

Oak Ridge Turnpike

Printed 01/20/2011 17:39 ACRAMER
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